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Figure 1

Figure 2

Single Line Outage PV Curves, 2005 Heavy Summer
No Cosumnes Generation, No Rio Linda/Elverta Generation
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Double Line Outage PV Curves, 2005 Heavy Summer
No Cosumnes Generation, No Rio Linda/Elverta Generation
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Figure 3

Figure 4

Single Outage PV Curves, 2005 Heavy Summer
1000 MW Cosumnes Generation, No Rio Linda/Elverta Generation
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Double Line Outage PV Curves, 2005 Heavy Summer
1000 MW Cosumnes Generation, No Rio Linda/Elverta Generation
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Figure 5 
 

Figure 6 

Single Line Outage PV Curves, 2005 Heavy Summer
No Cosumnes Generation, 560 MW Rio Linda/Elverta Generation
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Double Line Outage PV Curves, 2005 Heavy Summer
No Cosumnes Generation, 560 MW Rio Linda/Elverta Generation

185
190
195
200
205
210
215
220
225
230
235
240

3300 3500 3700 3900 4100 4300 4500

SMUD/Roseville Load, MW

C
ar

m
ic

ha
el

 V
ol

ta
ge

, k
V

Rancho Seco/Bellota 1&2 Out Elverta/O'Banion 1&2 Out

Rancho Seco/Pocket 1&2 Out Hurley/Tracy 1&2 Out

Rancho Seco/Hedge & /Elk Grove Out Elverta/Hurley 1&2 Out



Cosumnes Power Plant Transmission System Impact Study

Appendix A Page A-4

Figure 7

Figure 8

Single Line PV Curves, 2005 Heavy Summer
1000 MW Cosumnes Generation, 560 MW Rio Linda/Elverta Generation
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Double Line Outage PV Curves, 2005 Heavy Summer
1000 MW Cosumnes Generation, 560 MW Rio Linda/Elverta Generation
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